
 

Chief Safety Officer Decision 
(Application for Substitution, Equivalency, or Exemption) 

 
 
Date:    2022-Jul-25 
 
C-NLOPB Reference:  2010-RQ-0022 
 
Applicant:   Suncor Energy 
 
Applicant Reference:  RQF TNA 3.23 Rev. 1 
 
Installation Name:  Terra Nova FPSO 
 
Authority: Canada-Newfoundland and Labrador Atlantic Accord Implementation 

Act, subsection 151(1) & section 205.069 
 

Canada-Newfoundland and Labrador Atlantic Accord Implementation 
Newfoundland and Labrador Act, subsection 146(1) & section 201.66 

 
Regulation: Paragraph 35(2)(c) of the Newfoundland Offshore Petroleum Installation 

Regulations 
 
 
Decision: 
 
The Chief Safety Officer authorizes the Applicant, the operator of the Terra Nova FPSO, to use British 
Standard PD 5500 for the design, manufacture, inspection, testing and certification of the Terra Nova 
FPSO Framo MP swivel grease injection system in lieu of the requirements in paragraph 35(2)(c) of the 
Newfoundland Offshore Petroleum Installation Regulations, which requires compliance to CSA B51 Boiler, 
Pressure Vessel and Pressure Piping Code.   
 
Paul Alexander 
________________________ 
Chief Safety Officer 


