
 

  Chief Safety Officer Decision 
(Application for Substitution, Equivalency, or Exemption) 

 
 
Date:     
 
C-NLOPB Reference:  2023-RQ-0003 
 
Applicant:   Suncor Energy Inc. 
 
Applicant Reference:  RQF 318 
 
Installation Name:  Terra Nova FPSO 
 
Authority: Canada-Newfoundland and Labrador Atlantic Accord Implementation 

Act, subsection 151(1) & section 205.069 
 

Canada-Newfoundland and Labrador Atlantic Accord Implementation 
Newfoundland and Labrador Act, subsection 146(1) & section 201.66 

 
Regulation: Sections 133 (1)(g) and 133 (2) of the Canada-Newfoundland and 

Labrador Offshore Area Occupational Health and Safety Regulations 
 
Decision: 

The Chief Safety Officer approves the Applicant’s, the owner of the Terra Nova FPSO, request to enter the 
QCDC room under supplied air in accordance with TN-PE-OP03-X00-101 SWP Terra Nova Permit to Work 
- Appendix 1 Gas Test, Appendix 2 Confined Space Entry, Appendix 4 Mechanical Isolations, and Appendix 
6 Mechanical Isolations using Blinds if required to remove faulty Emergency Shutdown Valves prior to 
reconnect operations as required in Subsection 133 (2) and Subsection 133 (1)(g) of the Canada–
Newfoundland and Labrador Offshore Area Occupational Health and Safety Regulations. This approval is 
subject to the following condition:              

1. Suncor to hold a meeting with the C-NLOPB prior to commencement of any work associated 
with this Regulatory Query to review the commitments outlined in the submission package. 

 

________________________ 
Chief Safety Officer 
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